
  
SCHUYLKILL TECHNOLOGY CENTER   

  
15 Maple Avenue 
Mar Lin, PA 17951 

  
  
  
  
  
  
  
  
  

BID SPECIFICATIONS  
  
  

Installation of a Whole Building Water Filtration System for the South Campus of Schuylkill 
Technology Center.  

  
  

  
  
  

  
  
  
  
  
  
  
  
  
  
  
  
  
  
  
  
  
  
  
  



BID DUE:  no later than 12:00pm on 10/8/2021 
  
INVITATION TO BID  
  
The Schuylkill Technology Center Board of Directors, will accept bids in accordance with the specifications 
and instructions set forth herein.  
  
All bids are to be submitted to the attention of Shannon Brennan, Director, Schuylkill Technology Center, 
15 Maple Avenue, Mar Lin, PA 17951, or via email: sbrennan@stcenters.org no later than 12:00pm, 
10/8/2021 

Bids will be opened and reviewed by the Administration and a recommendation for awarding the bids will 
be made to the Schuylkill Technology Center Board of Directors at the regular monthly meeting, 
scheduled board meeting.  
  
GENERAL CONDITIONS  
  

1. All bids shall be completed on the attached forms supplied by the school.  One (1) copy is to 
be provided to the school and one (1) copy retained for your files.  

  
2. The prices stated shall be net prices.  All prices quoted shall be exclusive of Federal and State 

Taxes.  Exemption certificate, if required, will be furnished to the successful bidder upon 
request.    
  

3. Any bidder submitting a proposal shall specify in writing that the product proposed meets or 
exceeds the existing parameters.  

 
4. The Schuylkill Technology Center of Directors reserves the right to waive any informality in 

the bidding or reject any and all bids submitted and to award the contract in the best interest of 
the Schuylkill Technology Center.   

 
5. The Schuylkill Technology Center of Directors further reserves the right to award the contract 

in total or in part or parts if it is in the best interest of the Schuylkill Technology Center. 
 

Bid Specifications for the 
Purchase and Installation of a duplex (2) tank whole building water filtration system with top 
mount electronic values.  Flow rates should be 50gpm (for continual @ 5 gpf/ft2)  and 100 gpm 
(peak  @ 10gpm/ft2).  The proposal should include all required installation materials including 

Copper fittings, drain lines, gravel underbedding, valves, & controllers).  STC will provide 120V 
electrical service.  

  
Location: STC South Campus, 15 Maple Avenue, Mr Lin, PA 17951 
 

 
 
  
  
 
 



 
 
 

STC Whole Building Water Filtration System 
SCHUYLKILL TECHNOLOGY CENTER SOUTH CAMPUS  

 
  

BIDDER  
  

____________________________    DATE __________________  

ADDRESS  
  

____________________________    

  
  

____________________________    

TELEPHONE ____________________________  
  
CONTACT PERSON ______________________    TITLE __________________  
PROPOSED PRICE: ______________________________________________________ 
  
  
SIGNED  ___________________________________ DATE:__________________ 
   
 
  
  
CONTRACT  
  
An order signed by the Executive Director and Business Manager of the Schuylkill Technology 
Center, shall consummate the contract.  The advertisement of bids, specifications, and bid form 
shall comprise the complete contract documents.  
 
 
SIGNED  ___________________________________ DATE:__________________ 
  Dr. Gregory Koons  
 
 
 SIGNED  ____________________________________ DATE:__________________ 
  Brittany Doyle 


	BID DUE:  no later than 12:00pm on 10/8/2021

